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REFRIGERANT PIPE

20 MM Ø DRAIN PIPE TYP.
FROM EACH UNIT

25 MM Ø HORZ.
COLLECTOR DRAIN PIPE

25 MM Ø DRAIN PIPE (DROP
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AS DIRECTED)

TO NEAREST
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TYP. AC UNIT & DRAIN ARRANGEMENT

INSIDE OUTSIDE

5# (3 EXTG. & 2 NEW) 1.5 TR
WALL MOUNTED SPLIT IDU SIZE
W-1050xH290xD240 EACH
5# (3 EXTG. & 2 NEW)1.5 TR
WALL MOUNTED SPLIT ODU SIZE
W-825xH735xD300 EACH
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IMPORTANT NOTES
· ALL DIMENSIONS ARE IN MM UNLESS MENTIONED

OTHERWISE.

· DRAWINGS ARE TO BE READ AND NOT SCALED.

· ALL DIMENSIONS ETC. SHALL BE CO-RELATED WITH

OTHER RELEVANT ARCHITECTURAL DRAWINGS AND SITE

CONDITIONS.
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AC UNITS ARRANGEMENT

HVAC & ELECTRICAL:
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25.02.22

60%

AC UNITS ARRANGEMENT

· THERE ARE 3 NOS EXISTING AC SPLIT UNITS OPERATING IN THE SPACE.2 NOS ADDITIONAL
UNITS ARE TO BE PROVIDED. ALL UNITS TO BE OPERATED THROUGH A DIGITAL SEQUENCE
TIMER TO MAKE THEM OPERATE WITH 6 HR ON/OFF CYCLE ALLOWING 1 UNIT TO BE ON
STANDBY AT ANY GIVEN TIME WITH 4 UNITS ON RUNNING MODE.

· EXTG. UNITS TO BE SHIFTED / RELOCATED UNDER THE SCOPE OF THIS CONTRACT AND
THEIR REFRIGERANT & DRAIN PIPING, SUPPORTS AND POWER SUPPLY TO BE SHIFTED /
PROVIDED NEW. ALL SUCH WORKS ARE DEEMED INCLUDED UNDER THIS CONTRACT .

· THE ELECTRICAL SUPPLY TO THE NEW PANEL IS TO BE TAPPED FROM THE NEAREST FLOOR
PANEL/DB AS /  SITE.

· THE NEW & EXTG. ATO EQUIPMENT TO BE PROVIDED POWER SUPPLY AS PER SLD CARRIED
OVER CABLE TRAYS / SADDLED TO WALL / ROOF / FLOOR AS DIRECTED BY PROJECT IN
CHARGE. THIS SHALL BE EITHER CONNECTED DIRECTLY TO THE EQUIPMENT / TERMINATED IN
A MCB FLOOR BOX CLOSE TO THE MACHINE LOCATION AS DIRECTED.
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